PENN VENTILATOR MODEL #FMX9T, 455 CFM ©
.125" SP, 1/12 HP, 1140 RPM, 115/1/60 H N NOTES:

/—25# CHEMICAL FIRE SUPPRESSION L3 120V, 1 PH — 376A1A8 B ONLY w N

INSTALL A WEATHERPROOF FIRE ALARM RELAY BOX AND A 120 VAC

SYSTEM (PYROCHEM MODEL #MCH) BELL ON EACH CONTANER AND WIRE PER DETAL.

CLASS 1, DIV. 2 - o 2. PROVIDE A 3/4" RSC TO THE FIRE ALARM PANEL IN BULDING 62.
LIGHT g ‘ ’ =
@——— —_—— —_— 3. PROVIDE A 3/4" RSC FROM PANEL 376A1A-0 FOR POWER. REMOVE ONE
\l _] I _] DRY CHEM 20A BREAKER FROM EACH CONTAINER AND WIRE PER DETAL.
ib' H |'Q' : = 53 4. CADWELD A GROUND PAD TO EACH CONTAINER AND RECONNECT GROUND
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! I II | | H;iEAmMBiLELLAY or x2 BELL &  REFERENCE FIRE ALARM DRAWINGS 4B62ED11C & 4B62EDOSC.
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